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|| Trykk pa flik: Service

The system can monitor up to 24 service operations displaying for each one the date interval and/or the residual number of hours
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before action is required . These intervals are preset by service operator during system setup according engine manufactorer spec-
ification ( see xxx ). When date interval or number of hours is expired the unit raises an alarm with the description of the service
being required.

srv1[{Srv2| srv3| Log|

Service operation descripﬁon\ Oil ES. [19/03/2013 [299.9 Service date interval

Oil Filter E.S.{19/03/2013|299.9 Resel

Fuel Filter E.S. I281’D‘11201 3 IZM%\
|--I--/--—- 0.0 Resel Service residual hours

[--I--1---- " ]]0.0 Reset

[--/--/---- |0.0 | Hes

[--1--1----[0.0 | Resel

[~ J[0.0 M Reset button
<< >> | Menu | Exit | |

After the service operation has been performed the number of hours counter and date interval must be reset to original value by
pressing the corresponding Reset button.The Service or Factory login allows to activate Reset buttons. The unit also records each
reset operation with date time in a special log file.
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